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SMOKE CONTROL LOGIC MATRIX FIRE ALARM PANEL SMOKE DETECTOR ZONES
(AUTOMATIC OPERATION) ZONE 2F67 | ZONE 2F68 | ZONE 2F69 | ZONE 2F70 | ZONE 2F71 | ZONE 2F72 | ZONE 2F73 | ZONE 2F74 | ZONE 2F75 | ZONE 2F76]  ZONE 2F80
(BL-26) (BL-19) (BI-18) (BL-16) (BL-20) (BL-17) (AHU=2)  |(AHU=3)  |(AHU-4)  [(BL-21) | STORAGE RING
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EXHAUST FAN |EXHAUST FAN [EXHAUST FAN |EXHAUST FAN [EXHAUST FAN DETECTORS
AHU-2 AIR HANDLING UNIT ROOF — NORTHWEST -——— - - - - - PURGE VENT VENT VENT -
FAN SPEED —- - - - - - HIGH HIGH HIGH HIGH -
RETURN AIR DAMPER —- —- - - — — OPEN CLOSE CLOSE CLOSE -
OUTSIDE DAMPERS - - - - - - CLOSE OPEN OPEN OPEN -
SMOKE PURGE DAMPER - - - - - - OPEN CLOSE CLOSE CLOSE -
SUPPLY SMOKE DAMPER ——— - ——- ——- ——- ——- CLOSE OPEN OPEN OPEN ——-
AHU-3 AIR HANDLING UNIT ROOF — NORTHEAST |  ——- - - - - - VENT PURGE VENT VENT -
FAN SPEED ——— ——- ——- ——- ——- ——- HIGH HIGH HIGH HIGH ——-
RETURN AIR DAMPER —- - - - - - CLOSE OPEN CLOSE CLOSE -
OUTSIDE DAMPERS —- —- - - — — OPEN CLOSE OPEN OPEN -
SMOKE PURGE DAMPER - - - - - - CLOSE OPEN CLOSE CLOSE -
SUPPLY SMOKE DAMPER ——— - ——- ——- ——- ——- OPEN CLOSE OPEN OPEN ——-
AHU-4 AIR HANDLING UNIT ROOF - SOUTHEAST |  ——- - - - - - VENT VENT PURGE VENT -
FAN SPEED - - - - - - HIGH HIGH HIGH HIGH -
RETURN AIR DAMPER - - - - - - CLOSE CLOSE OPEN CLOSE -
OUTSIDE DAMPERS ——— ——- ——- ——- ——- ——- OPEN OPEN CLOSE OPEN ——-
SMOKE PURGE DAMPER —- - - - - - CLOSE CLOSE OPEN CLOSE -
SUPPLY SMOKE DAMPER — — — — —— —— OPEN OPEN CLOSE OPEN —
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BL-16 SHIELDING TUNNEL WALL | STORAGE RING OFF OFF OFF ON ON ON OFF OFF OFF OFF OFF
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BL-17 SHIELDING TUNNEL WALL STORAGE RING OFF OFF OFF ON ON ON OFF OFF OFF OFF OFF
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BL-18 SHIELDING TUNNEL ROOF BOOSTER RING OFF ON ON OFF OFF OFF OFF OFF OFF OFF OFF
EXHAUST FAN NORTHSIDE
BL-19 SHIELDING TUNNEL ROOF | BOOSTER RING OFF ON ON OFF OFF OFF OFF OFF OFF OFF OFF
EXHAUST FAN SOUTHSIDE
BL-20 SHIELDING TUNNEL WALL | STORAGE RING OFF OFF OFF ON ON ON OFF OFF OFF OFF OFF
- EXHAUST FAN NORTHSIDE
BL-21 SMOKE PURGE ROOF — SOUTHWEST|  ——- ——- ——- ——- ——- ——- —— —— ——- ON ——-
EXHAUST FAN
BL-26 SHIELDING TUNNEL ROOF LINAC AREA ON OFF OFF OFF OFF OFF OFF OFF OFF OFF OFF
- EXHAUST FAN
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